June 6, 2016
ADDENDA #2 TO RFB #’16/33/B

Fort Marcy HVAC Replacement
Please be advised of the following change(s)/correction(s) in the Request for Bids packet for RFB
#16/33/B.

“CONTRACTOR TO TEMPORARLY HANG EXISTING LIGHT FIXTURES AND SPECIAL SYSTEM DEVICES
DURING CEILING DEMOLITION AND INSTALLATION OF NEW DUCTWORK. RESET LIGHTING AND SPECIAL
SYSTEM DEVICES SURING NEW CEILING INSTLLATION. SEE SPECIFICATION SECTION 09512 AND SKA-01
and SKA-02”.

#1 note H on general electrical notes sheet E-0 conflicts with spec 26 05 10.3 E 2 and 26 05 10 .3
F. DELETE NOTE H ON SHEET E-0. CONTRATOR TO COMPLY WITH SPECIFICATIONS.

#2 can | run my conduits on the roof in EMT considering they will be out of direct contact with general
public? CONTRATOR TO COMPLY WITH SPECIFICATIONS.

#3 can | run my rooftop equipment conduits up the wall coming from the electric room on the east side
of the building in EMT considering they will exit the build at approximately 8’ above grade. outside the
reach of the general public? CONTRATOR TO COMPLY WITH SPECIFICATIONS.

CLARIFICATION FOR MECHANICAL EQUIPMENT:
“MECHANICAL EQUIPMENT SUBSTITIUTIONS MUST HAVE AMPERAGES EQUAL TO OR LESS THAN THE

EQUIPMENT SPECIFIED DUE TO THE EXISTING ELECTRICAL SERVICE. EQUIPMENT WITH AMPERAGES
HIGER THAN THE EQUIPMENT SPECIFIED ON THE DRAWINGS WILL BE REJECTED.”

RECEIPT ACKNOWLEDGE BY BIDDER

This addendum will be part of the contract documents and shall be included with Bid submittal. Non-
receipt of addendum by bidder in no way relieves bidder of obligation of compliance with the terms and
conditions stated in the addendum.



